IHFG Standard Components

Room Layout Sheet

RLS Room Code

1br-icu-25-i

H 2 . .
Room Name | 1 Bed Room - Intensive Care, 25m RDS Room Code 1br-icu-25-i
BD/ICU BED - INTENSIVE CARE UNIT, ELECTRIC
BLVI BLIND - VENETIAN, INTEGRAL
BNLF BENCH - LAMINATE, FREE STANDING
BRCPM BRACKET - PATIENT MONITOR
BRCS BRACKET - SHARPS
BRCSB BRACKET - SUCTION BOTTLE
BRCTVW BRACKET - TELEVISION, WALL MOUNTED § OF WALL 1200 OF WALL
C CLOCK
CARP CARDIAC PROTECTED 00  OF PENDANT
G CORNER GUARD
CHR/RE CHAIR - RECLINER, ELECTRIC EXTERNAL WINDOW WITH BLVI
CHR/VS CHAIR - VISITOR, STACKABLE I I Il il ]
CoM/1 COMMUNICATION OUTLET - SINGLE ] — X
CoM/2 COMMUNICATION OUTLET - DOUBLE Ti EEEEEEEEEEEEEEE 1 H
1
COM/IPTV COMMUNICATION OUTLET - INTERNET PROTOCOL TELEVISION OPTIONAL DOOR ! B rrvs CHRIRE coLuMN
1 ] ]
Ps CURTAIN - PRIVACY SCREEN IF ENSUITE IS/ S Ui U ZdNE
’ 1 1
CTPS CURTAIN TRACK - PRIVACY SCREEN [|PROVIDED bd e ----U
DDG DISPENSER - DISPOSABLE GLOVES 38 . e
DGL DOUBLE GLAZED L §
DHS DISPENSER - HAND SANITISER =
DHT DISPENSER - PAPER HAND TOWEL . R St
o 03 2X SB ro~ A o RN
DIAS DIALYSIS STATION S EE: b R -
- 85 XBRGBay Au e OPTIONAL BED
DSA DISPENSER - SOAP, ANTISEPTIC 22 K O .
g | A = ROTATION. N
EC EMERGENCY CALL DIALYSIS PROVISION: ee gz i
. FPALISS LEETS =L ol,o &l S ~— POSITION PENDANT
HWB/A HAND WASH BASIN - TYPE ‘A AS A MINIMUM, PROVIDE RO Q2 <10 A ‘
=35 A | ACCORDINGLY
IVP IV POLE WATER OUTLET FOR & | ;
L/CC LIGHT - COLOUR CORRECTED PORTABLE DIALYSIS AN i TB/0 | SEQUENTIAL
\ \ | intuiaii I ! L
L/DR LIGHT - DOWNLIGHT, RECESSED ::E%RRTD%%?‘Q‘J:%”FTHB;E OF I N O - i COMPRESSION DEVICE————3 |
N 1 | )l S
L/NL LIGHT - NIGHT LIGHT WATER QUTLET PROVISION, | 2 00 pemmeey YOAE ; L 1200 &) R
L/PC LIGHT - PROCEDURE, CEILING MOUNTED REFER TO INTESIVE CARE w (T D) ! g CLEAR ’
LIND/S LINEN CARRIER - DIRTY, SINGLE FPU GUIDELINES o : ek — v
P i ‘
LS/N LIGHT SWITCH - NIGHT LIGHT b : b DR ‘ BRCTVW
1 1 1 ’ ' N
LS/R LIGHT SWITCH - ROOM 1omeeee Sl e BD/ICU |
L A i BNLF
MA MEDICAL AIR g dimiiaie & S SRR 3% ;
AN ' ' |
MON/PCN MONITOR - PHYSIOLOGIC, CRITICAL CARE, NEONATAL < 0 T T - ! v
N20 NITROUS OXIDE SN PU/INT I STAMH | Qi ===
N N g A o | Vi | ..i
02 OXYGEN SBIN A N ¢ CARP i WBC/120 1l
PC PATIENT CALL BRCS ek Vol i i
Ll o 1
PCH PATIENT CALL HANDSET = 2XSB b A oy y | =
= 2XBRCSB g ' /| FLOOR=VEl k1 pps 2
PE PENDANT e 3 | y I 2
PO/ POWER OUTLET - SINGLE - T s ! w
Ik PU/IEF WB/A I s
PO/1I ISOLATED POWER SUPPLY - SINGLE 1| TP/WM 4L XPU/S = ‘ =
OHS -7 TAP/ST G osa
PO/2 POWER OUTLET - DOUBLE [ -- ; S
PO/2E POWER OUTLET - EMERGENCY, DOUBLE =S wBG/20— R iy @
PO/C POWER OUTLET - CLEANER'S ' " G—="H|}
1 = " 1 I
PU/IEF PUMP - INFUSION, ENTERAL FEEDING 2 DGL o INTERNAL WINDOW
PU/INY PUMP - INFUSION, SINGLE s FLOOR=V1 WITH BLVI CONTROL
PU/S PUMP - SYRINGE e i G ON BOTH SIDES
ROTD REVERSE OSMOSIS WATER OUTLET & TUNDISH DRAIN | i
s SUCTION h = 7 — T
N I T L
SAC STAFF ASSIST CALL y J Q.{ ].’
B SUCTION BOTTLE SG FIXED PANEL L—SG SLIDING DOOR—— e o
SBIN SHARPS BIN DOOR WITH CEILING TRACK
SBK SPLASHBACK ONLY. NO FLOOR TRACK REPORTING STATION
sC SCAVENGE OUTLET
SG SAFETY GLASS PLAN
KA FLOOR VINYL COVED SKIRTING
STAMH STOOL - ADJUSTABLE, MOBILE, HIGH
T/MUL TROLLEY - MULTIPURPOSE
TA TOOL AR
TAP/ST TAPWARE - SENSOR TAP
TB/0 TABLE - OVERBED
TP/WM TELEPHONE - WALL MOUNTED
v TELEVISION
v VINYL FLOORING, STANDARD SLIP RESISTANT
V6 VINYL FLOORING, NON SLIP - TEXTURED
VR/AP VENTILATOR - ADULT/PAEDIATRIC
WBC/120 WASTE BIN - CLINICAL, 120 LITRE
WBG/20 WASTE BIN - GENERAL, 20 LITRE
WPF WALL PAINT FINISH
3000
WPE PE WPE
2700
| [ T
SUPPLY UNIT - PE '}1
:I
n
2 X COM/2 (1 PER ARM) f
1X EC EXTERNAL WINDOW i
2 X MA (1 PER ARM) WITH BLVI LG
/
1 X N20 (OPTIONAL) S ) & ;}J
L X 02 (2 PER ARM) £§ - TB/0
1X PC 1000 E&(\S@ h - -
iy N
1X PCH . CHRIVS i 'S
24 X PO/1l (12 PER ARM) i | CHR/RE 1S
L XS (2 PER ARM) SO !'E o
X SAC > ot §
1 X SC (OPTIONAL) 150 == ' i
1X TA/DC (FOR PENDANT BRAKES) 0 S O i SK&
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IHFG Standard Components

Room Layout Sheet

RLS Room Code 1br-icu-25-i
Room Name | 1 Bed Room - Intensive Care, 25m? RDS Room Code 1br-icu-25-i
BD/ICU BED - INTENSIVE CARE UNIT, ELECTRIC
BLVI BLIND - VENETIAN, INTEGRAL
BNLF BENCH - LAMINATE, FREE STANDING
BRCPM BRACKET - PATIENT MONITOR
BRCS BRACKET - SHARPS
BRCSB BRACKET - SUCTION BOTTLE { OF BASIN
BRCTVW BRACKET - TELEVISION, WALL MOUNTED 3000 |
c cLock WPF WPF i WPF | WPF
CARP CARDIAC PROTECTED !
G CORNER GUARD
CHR/RE CHAIR - RECLINER, ELECTRIC 2600 I g
CHR/VS CHAIR - VISITOR, STACKABLE 2200 DGL -
oM/ COMMUNICATION OUTLET - SINGLE iirﬁTv ””””””” Efii INTERNAL WINDOW
COM/2 COMMUNICATION OUTLET - DOUBLE 800 E BRCTVW gg E \(;IrInT:oBTLHVISFD?iTROL
COM/IPTV COMMUNICATION OUTLET - INTERNET PROTOCOL TELEVISION 0 i g8 1 s
PS CURTAIN - PRIVACY SCREEN oo i i DDG DSA DHT 100
CTPS CURTAIN TRACK - PRIVACY SCREEN E:LL 7777777777777777777 in SBK l@‘ E ,P\,
DDG DISPENSER - DISPOSABLE GLOVES SEQUENTIAL E===232 ! =
1120 100 ez3 [=] db
DGL DOUBLE GLAZED - COMPRESSION DEVICE— g al
DHS DISPENSER - HAND SANITISER 865 Lot fess=ty TAR/ST 6 <
DHT DISPENSER - PAPER HAND TOWEL norel BNLF | WBL/120 HWB/A WPRlH 2
DIAS DIALYSIS STATION 60 =0 ' ! WBG/20 @
DSA DISPENSER - SOAP, ANTISEPTIC S s ! ! — s
EC EMERGENCY CALL 50 A A : =
HWB/A HAND WASH BASIN - TYPE ‘A’ 0 : f .1 i - i | sKe
VP IV POLE
L/cc LIGHT - COLOUR CORRECTED 1000
L/DR LIGHT - DOWNLIGHT, RECESSED
L/NL LIGHT - NIGHT LIGHT ELEVATION 2
L/PC LIGHT - PROCEDURE, CEILING MOUNTED
LIND/S LINEN CARRIER - DIRTY, SINGLE
LS/N LIGHT SWITCH - NIGHT LIGHT
LS/R LIGHT SWITCH - ROOM
MA MEDICAL AIR
MON/PCN MONITOR - PHYSIOLOGIC, CRITICAL CARE, NEONATAL
N20 NITROUS OXIDE
02 OXYGEN
PC PATIENT CALL 3000
PCH PATIENT CALL HANDSET WPF WPF WPF WPF
PE PENDANT -
PO/t POWER OUTLET - SINGLE INTERNAL WINDOW WITH BLVI
PO/ ISOLATED POWER SUPPLY - SINGLE 00 CONTROL ON BOTH SIDES CTPS
PO/2 POWER OUTLET - DOUBLE
PO/2E POWER OUTLET - EMERGENCY, DOUBLE < < < s
PorC POWER OUTLET - CLEANER'S SLIDING DOOR SLIDING DOOR FIXED
PU/IEF PUMP - INFUSION, ENTERAL FEEDING PANEL
PU/IN1 PUMP - INFUSION, SINGLE = -
PU/S PUMP - SYRINGE % p p
ROTD REVERSE OSMOSIS WATER OUTLET & TUNDISH DRAIN 120 / /
S SUCTION 1000
SAC STAFF ASSIST CALL 885 WPF
B SUCTION BOTTLE . CG
SBIN SHARPS BIN N 7 7 7
SBK SPLASHBACK - ! ” ” ”
sC SCAVENGE OUTLET 150 " [[WBG/20
SG SAFETY GLASS 0 = SK&
SKL FLOOR VINYL COVED SKIRTING
STAMH STOOL - ADJUSTABLE, MOBILE, HIGH
T/MUL TROLLEY - MULTIPURPOSE ELEVATION 3
TA TOOL AR
TAP/ST TAPWARE - SENSOR TAP
T8/0 TABLE - OVERBED
TP/WM TELEPHONE - WALL MOUNTED
TV TELEVISION
Vv VINYL FLOORING, STANDARD SLIP RESISTANT
3 VINYL FLOORING, NON SLIP - TEXTURED
VR/AP VENTILATOR - ADULT/PAEDIATRIC § OF BED
WBC/120 WASTE BIN - CLINICAL, 120 LITRE 3000
WBG/20 WASTE BIN - GENERAL, 20 LITRE
WPF WALL PAINT FINISH WPF L'_|r|_'|_'JPE WPF
MON/PCN
2200 CTPS VP
- STO
PS 1%: ﬁ EE
PUEF— 00 [oo| [T EE
4XPU/S—==4 [oq i L/PC e0]
p A oo
SUPPLY UNIT - PE z ol 0 21 P
1100 5 o " OPTIONAL DOOR
2 X COM/2 (1 PER ARM) oM . IF ENSUITE IS
1X EC RROVIDED
2 X MA (1 PER ARM) 600 sein = !
1 X N20 (OPTIONAL) I BRCS ‘ Lo \\\
4 X 02 (2 PER ARM) = T (OPTIONA AN
1% PC 150 RN
1% PCH 0 SKL S N
24 X PO/1 (12 PER ARM)
L XS (2 PER ARM)
1 X SAC
11X SC(OPTIONAL) ELEVATION 4
1 X TA/DC (FOR PENDANT BRAKES)
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RLS Room Code

1br-icu-25-i

. 2 . .
Room Name | 1 Bed Room - Intenisve Care, 25m RDS Room Code 1br-icu-25-i
GENERAL NOTES:
THIS DRAWING TO BE READ IN CONJUNCTION WITH R.D.S. § OF ROOM
(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE. |
T
ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO : : | : JI
DETAILED PROJECT SPECIFIC ENGINEERING DESIGN. T
|
CEILING LEGEND: }
icmmﬁ TYPE |
] o) 6 O
HEIGHT ABOVE FFL. i P
PB-PC3 PLASTERBOARD FLUSH SET CEILING, PAINT
FINISH WITH SQUARE SET CORNICE
-
S GRID LINE z 'l
>
ELECTRICAL LEGEND: %
wv
o
@) 5 .
L/CC | LIGHT - COLOUR CORRECTED @ @) |
2 o 23] -O—
O o —— = —_————- -
L/DR | LIGHT - DOWNLIGHT, RECESSED ve | O : L
MECHANICAL LEGEND:
E SUPPLY AIR GRILLE @
=
w
<<
2]
w
a ot
RETURN AR GRILLE é,) -5 =
L/DR
L/cc L/cc
FIRE SERVICES LEGEND:
SMOKE DETECTOR cTPS '
R 4 —
® SPRINKLER
REV  |DESCRIPTION DATE BY | REV |DESCRIPTION DATE BY |COMPATIBILITY
1 FIRST ISSUE 3110.22 BV @
a I t t- | H Ith International Health Facility Guidelines at: " DESIGNED APPROVED DATE SCALE(S) SHEET
www.healthdesign.com.au/ihfg .
n erna Iona ea Editable version of Standard Components on BY RH 3110.22 1:50 30F &
l FaC| I |t G u |de||neS Health Facility Briefing System (HFBS) at: e | REVIT FILE NAME PAPER DRAWING ID ISSUE
www.healthdesign.com.au © TAHPI . . . .
Yy QUALTY | {pricy-25-i 1br-icu-25-i-3 1

This document is for advisory purpose only




IHFG Standard Components

Room Layout Sheet

RLS Room Code 1br-icu-25-i
Room Name | 1 Bed Room - Intensive Care, 25m? RDS Room Code 1br-icu-25-i
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ISOMETRIC VIEW 01

ISOMETRIC VIEW 02
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