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1 Bed Room - Standard, 30m² (provision for 2)

PLAN

BD/IE    BED - INPATIENT, ELECTRIC

BLK    LOCKER - BEDSIDE

BLVI    BLIND - VENETIAN, INTEGRAL

BRCSB    BRACKET - SUCTION BOTTLE

BRCTVW    BRACKET - TELEVISION, WALL MOUNTED

CBD/SP    CUPBOARD - SPECIAL

CBD/WD    CUPBOARD - WARDROBE

CBS    CURTAIN - BED SCREEN

CG    CORNER GUARD

CHR/P    CHAIR - PATIENT

CHR/VP    CHAIR - VISITOR, PATIENT

CPS    CURTAIN - PRIVACY SCREEN

CTBS    CURTAIN TRACK - BED SCREEN

CTPS    CURTAIN TRACK - PRIVACY SCREEN

DHS    DISPENSER - HAND SANITISER

DHT    DISPENSER - PAPER HAND TOWEL

DK/BI    DESK - BUILT IN

DSA    DISPENSER - SOAP, ANTISEPTIC

FR/UB    FRIDGE - UNDER BENCH

HWB/IV    HAND WASH BASIN - INTEGRAL VANITY

iGL    INTELLIGENT GLASS OR APPROVED ALTERNATE

IVS    IV STAND - MOBILE

PO/1    POWER OUTLET - SINGLE

SB    SUCTION BOTTLE

SHL    SHELF - LAMINATED

SK4    FLOOR VINYL COVED SKIRTING

TAP/ST    TAPWARE - SENSOR TAP

TB/O    TABLE - OVERBED

TP/HS    TELEPHONE - HANDSET, STANDARD

TV    TELEVISION

V1    VINYL FLOORING, STANDARD SLIP RESISTANT

V6    VINYL FLOORING, NON SLIP - TEXTURED

WBC/20    WASTE BIN - CLINICAL, 20 LITRE

WBG    WASTE BIN - GENERAL

WP/L    WALL PANEL, LAMINATE

WPF    WALL PAINT FINISH

ELEVATION 1

4
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1 Bed Room - Standard, 30m² (provision for 2)

ELEVATION 2

ELEVATION 3

ELEVATION 4

AS    ADJUSTABLE SHELF

BD/IE    BED - INPATIENT, ELECTRIC

BH/PB    BULKHEAD - PLASTERBOARD, PAINT FINISH

BLK    LOCKER - BEDSIDE

BRCSB    BRACKET - SUCTION BOTTLE

BRCTVW    BRACKET - TELEVISION, WALL MOUNTED

CBD/SP    CUPBOARD - SPECIAL

CBD/WD    CUPBOARD - WARDROBE

CBS    CURTAIN - BED SCREEN

CBT/PPE    CABINET - PPE

CG    CORNER GUARD

CHR/VP    CHAIR - VISITOR, PATIENT

COM/2    COMMUNICATION OUTLET - DOUBLE

COM/IPTV    COMMUNICATION OUTLET - INTERNET PROTOCOL TELEVISION

CPS    CURTAIN - PRIVACY SCREEN

CTPS    CURTAIN TRACK - PRIVACY SCREEN

DFP    DOOR AND DOOR FRAME PROTECTION

DHS    DISPENSER - HAND SANITISER

DHT    DISPENSER - PAPER HAND TOWEL

DK/BI    DESK - BUILT IN

DSA    DISPENSER - SOAP, ANTISEPTIC

EC    EMERGENCY CALL

FR/UB    FRIDGE - UNDER BENCH

FS    FIXED SHELF

HGR    HANGING RAIL

HWB/IV    HAND WASH BASIN - INTEGRAL VANITY

IVS    IV STAND - MOBILE

L/NL    LIGHT - NIGHT LIGHT

LS/E    LIGHT SWITCH - ENSUITE

LS/N    LIGHT SWITCH - NIGHT LIGHT

MA    MEDICAL AIR

O2    OXYGEN

PC    PATIENT CALL

PCH    PATIENT CALL HANDSET

PO/1    POWER OUTLET - SINGLE

PO/1E    POWER OUTLET - EMERGENCY, SINGLE

PO/2    POWER OUTLET - DOUBLE

PO/C    POWER OUTLET - CLEANER'S

S    SUCTION

SAC    STAFF ASSIST CALL

SB    SUCTION BOTTLE

SBK    SPLASHBACK

SHL    SHELF - LAMINATED

SK4    FLOOR VINYL COVED SKIRTING

TAP/ST    TAPWARE - SENSOR TAP

TB/O    TABLE - OVERBED

TP/HS    TELEPHONE - HANDSET, STANDARD

TV    TELEVISION

WBC/20    WASTE BIN - CLINICAL, 20 LITRE

WBG    WASTE BIN - GENERAL

WP/L    WALL PANEL, LAMINATE

WPA    WALL PAPER

WPF    WALL PAINT FINISH

WPP    WALL PROTECTION PANEL

4

NOTE:

IN CASE OF SURGE, DOUBLE BED CAN BE ACCOMODATED WITH 

THE BEDHEAD PROVISION ALREADY PROVIDED.

MOBILE EXAMINATION LIGHT AND SUCTION BOTTLE MAY BE 

REQUIRED IN CASE OF SURGE ACCOMODATION.
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GENERAL NOTES:

THIS DRAWING TO BE READ IN CONJUNCTION WITH R.D.S.

(ROOM DATA SHEETS) WHICH TAKES PRECEDENCE. 

ALL SERVICES INDICATED ARE INDICATIVE AND SUBJECTED TO 

DETAILED PROJECT SPECIFIC ENGINEERING DESIGN.
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1br-st-30-i
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1 Bed Room - Standard, 30m² (provision for 2)

REFLECTED CEILING PLAN

L/CC LIGHTING - COLOUR CORRECTED

L/DEX LIGHT - DOWNLIGHT, EXAMINATION

L/DR LIGHT - DOWNLIGHT, RECESSED

BH/PB PLASTERBOARD BULKHEAD, PAINT FINISH

PB-PC3 PLASTERBOARD FLUSH SET CEILING, PAINT FINISH WITH

PLASTERBOARD SQUARE SET CORNICE

4
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1 Bed Room - Standard, 30m² (provision for 2)

ISOMETRIC VIEW 01

ISOMETRIC VIEW 02
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